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INTRODUCTION, SUMMARY CONCLUSIONS AND RECOMMENDATIONS

The release of over five million cubic yards from the Tennessee Valley Authority’s Kingston,
Tennessee facility in December 2008, which flooded more than 300 acres of land, damaging
homes and property has led USEPA to consider how to best manage coal combustion waste
disposal units. A first step is to assess the stability and functionality of ash impoundments and
other units across the country, and take any needed corrective measures.

This assessment of the stability and functionality of the Nearman Creek Power Station Ash Pond
management unit is based on a review of available documents and on the site assessment
conducted by Dewberry personnel on Tuesday, September 21, 2010. We found the supporting
documentation lacking information specifically related to the structural stability of the dike
(Section 1.1.3). Sections 1.2.1 and 1.2.3 provide a recommendation for providing technical
documentation regarding the structural stability of the dike, which is required to upgrade the
rating of the ash pond dike from POOR to SATISFACTORY. In addition, Sections 1.2.5 and
1.2.6 provide recommendations based on field observations that may help to maintain a safe and
trouble-free operation.

In summary, the Nearman Creek Power Station ash management unit is rated POOR due to the
lack of information regarding the structural stability of the dike. No other recognized existing or
potential management unit safety deficiencies were identified.

PURPOSE AND SCOPE

The U.S. Environmental Protection Agency (EPA) is embarking on an initiative to investigate
the potential for catastrophic failure of Coal Combustion Surface Impoundments (i.e.,
management unit) from occurring at electric utilities in an effort to protect lives and property
from the consequences of a dam failure or the improper release of impounded slurry. The EPA
initiative 1s intended to identify conditions that may adversely affect the structural stability and
functionality of a management unit and its appurtenant structures (if present); to note the extent
of deterioration (if present), status of maintenance and/or a need for immediate repair; to
evaluate conformity with current design and construction practices; and to determine the hazard
potential classification for units not currently classified by the management unit owner or by

a state or federal agency. The initiative will address management units that are classified as
having a Less-than-Low, Low, Significant or High Hazard Potential ranking. (For Classification,
see pp. 3-8 of the 2004 Federal Guidelines for Dam Safety)
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In early 2009, the EPA sent its first wave of letters to coal-fired electric utilities seeking
information on the safety of surface impoundments and similar facilities that receive liquid-borne
material that store or dispose of coal combustion waste. This letter was issued under the
authority of the Comprehensive Environmental Response, Compensation, and Liability Act
(CERCLA) Section 104(e), to assist the Agency in assessing the structural stability and
functionality of such management units, including which facilities should be visited to perform a
safety assessment of the berms, dikes, and dams used in the construction of these impoundments.

EPA requested that utility companies identify all management units including surface
impoundments or similar diked or bermed management units or management units designated as
landfills that receive liquid-borne material used for the storage or disposal of residuals or

by products from the combustion of coal, including, but not limited to, fly ash, bottom ash, boiler
slag, or flue gas emission control residuals. Utility companies provided information on the size,
design, age and the amount of material placed in the units. The EPA used the information
received from the utilities to determine preliminarily which management units had or potentially
could have High Hazard Potential ranking.

The purpose of this report is to evaluate the condition and potential of waste release from
management units for hazard potential classification. This evaluation included a site visit. Prior
to conducting the site visit, a two-person team reviewed the information submitted to EPA,
reviewed any relevant publicly available information from state or federal agencies regarding the
unit hazard potential classification (if any) and accepted information provided via telephone
communication with the management unit owner.

Factors considered in determining the hazard potential classification of the management units(s)
included the age and size of the impoundment, the quantity of coal combustion residuals or

by products that were stored or disposed of in these impoundments, its past operating history,
and its geographic location relative to down gradient population centers and/or sensitive
environmental systems.

This report presents the opinion of the assessment team as to the potential of catastrophic failure
and reports on the condition of the management unit(s).

LIMITATIONS

The assessment of dam safety reported herein is based on field observations and review of
readily available information provided by the owner/operator of the subject coal combustion
waste management unit(s). Qualified Dewberry engineering personnel performed the field
observations and review and made the assessment in conformance with the required scope of
work and in accordance with reasonable and acceptable engineering practices. No other
warranty, either written or implied, is made with regard to our assessment of dam safety.
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1.0 CONCLUSIONS AND RECOMMENDATIONS

1.1  CONCLUSIONS

Conclusions are based on visual observations from a one-day site visit, conducted
on September 21, 2010, and a review of technical documentation provided by
Kansas City Board of Public Utilities.

1.1.1 Conclusions Regarding the Structural Soundness of the Management
Unit(s)

Dewberry engineers did not observe any significant structural defects on
the dike during their site walkover. However, based on a lack of
documentation of engineering analyses verifying design slope stability, the
structural soundness of the management unit is rated POOR.

1.1.2  Conclusions Regarding the Hydrologic/Hydraulic Safety of the
Management Unit(s)

The management units at this location are part of a closed loop system fed
by wash from the boiler, decanting to a clear pond, and recycling to the
plant boiler. There are no external sources of water other than rainfall on
the inner embankments and the ponds themselves. The ponds are located
above the 100-year flood level.

1.1.3 Conclusions Regarding the Adequacy of Supporting Technical
Documentation

The supporting technical documentation is inadequate. The technical
documentation lacks engineering analyses of dike slope stability.

1.1.4 Conclusions Regarding the Description of the Management Unit(s)

The description of the management unit provided by the Kansas City
Board of Public Utilities was an accurate representation of what Dewberry
observed in the field.

1.1.5 Conclusions Regarding the Field Observations

Dewberry staff was provided access to all areas in the vicinity of the
management unit required to conduct a thorough field observation. The
visible parts of the embankment dikes and outlet structures were observed
to have no signs of overstress, significant settlement, shear failure, or other
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signs of instability although visual observations were hampered by the
presence of thick vegetation in some areas. Embankments appear
structurally sound. There are no apparent indications of unsafe conditions
or conditions needing remedial action.

Leakage was occurring through the 30” reinforced concrete outlet. This
outlet is equipped with both a manual valve system and an inflatable
balloon system to prevent flow. The observed leakage raises questions
about the overall reliability of these closure mechanisms. See
recommendations in Section 1.2.5.

1.1.6  Conclusions Regarding the Adequacy of Maintenance and Methods of
Operation

The current maintenance and methods of operations appear to be adequate
for the bottom ash management unit. There is a recommendation in
Section 1.2.6 that will improve the overall maintenance of the unit. There
was no evidence of significant repairs or prior releases observed during
the field inspection.

1.1.7 Conclusions Regarding the Adequacy of the Surveillance and Monitoring
Program

The surveillance program appears to be adequate. There is a
recommendation in Section 1.2.7 that may assist in ensuring regular
reviews and identifying potential problems. The management unit dikes
are not instrumented. Based on the size of the dikes, the portion of the
impoundment currently used to store wet bottom ash, the history of
satisfactory performance and current inspection program, installation of a
dike monitoring program is not needed at this time.

1.1.8 Classification Regarding Suitability for Continued Safe and Reliable
Operation

The facility classification is POOR for continued safe and reliable
operation. The classification is due to the lack of technical
documentation of engineering analyses verifying slope stability safety
factors of the management unit dikes.
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1.2 RECOMMENDATIONS

1.2.1

1.2.2

1.2.3

1.2.4

Recommendations Regarding the Structural Stability

Although observations made during the site visit do not indicate signs of
overstress, significant settlement, shear failure, or other signs of
instability, the structural stability cannot be evaluated without reviewing
the results of engineering analyses of the slope stability factors of safety
under various load conditions. It is recommended that if the original
design analyses cannot be located, a new geotechnical engineering
evaluation be conducted. The new geotechnical engineering evaluation
should be based on current standards, including seismic loading
conditions.

Recommendations Regarding the Field Observations

The leakage through the outlet should be investigated and the 30” pipe
should either be removed or an alternate closure mechanism installed on
the outlet pipe.

Recommendations Regarding the Maintenance and Methods of Operation

Although the maintenance program appears to be adequate, it is
recommended that a vegetation control program be instituted. Regular
mowing or spraying would improve periodic inspections as well as
improve the ability to identify animal borrows or other potential problems.

Recommendations Regarding the Surveillance and Monitoring Program

It is recommended that a written surveillance program of the dike system
be developed. Such a program will ensure regular inspections and
possibly prevent deterioration of dike conditions.
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2.0 DESCRIPTION OF THE COAL COMBUSTION WASTE MANAGEMENT
UNIT(S)

2.1

LOCATION AND GENERAL DESCRIPTION

The Nearman Creek Power Station is in Wyandotte County, Kansas in the Parkville
Bend of the Missouri River. Its location on the south bank of the river is
highlighted on the USGS Parkville Quadrangle map included in Appendix A as
Doc. 01.

The Coal Combustion Waste Management Units were designed by Lutz, Daily &
Brain of Shawnee Mission Kansas and were constructed in 1980. (Appendix A,
Doc 02) The units consist of a bottom ash settling pond and a clear water pond.
They form a closed loop with the clear water being recycled to the plant operations.
The units are enclosed by earthen dikes constructed from on-site clay and clayey silt
materials. The dikes have a nominal crest elevation of 763 and the pond has a low
point of 741.5, resulting in a maximum height of the dike of 21.5 ft. The crest
width varies from 16-24 ft. with the western dike merging into the plant flood
protection dike and consequently a much wider section. The side slopes are 3H to
1V on both faces. The impoundment is 6.6 acres and has a storage capacity of
200,000 cubic yards.

Table 2.1: Summary of Dike Dimensions and Size'

Nearman Creek Power Station Ash Pond
Dike Height (ft) 21.5
Crest Width (ft) 16-24
Length (ft) 2500 (excluding western boundary)
Side Slopes (upstream) H:V 3:1
Side Slopes (downstream) H:V 3:1

" Based on design data on original construction drawings (Appendix A -Doc. 2)

The management unit is divided into two cells by an internal clay berm. The
northern cell operates as a primary ash settling basin. The eastern cell operates as a
clear water basin. The cells are hydraulically connected by a 24 RCP through the
eastern section of the internal dike. Normal pool of water in the bottom ash cell is
approximately 758.8 ft.

This dike is not currently on the Kansas Department of Agriculture list of dams.
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2.2 SIZE AND HAZARD CLASSIFICATION

The classification for size, based on the height of the embankment and the
impoundment storage capacity is —Mall” using the USACE Recommended
Guidelines for Safety Inspection of Dams ER 1110-2106 criteria summarized in

Table 2.2.a.

Table 2.2a: USACE ER 1110-2-106

Size Classification

Impoundment
Category Storage (Ac-ft) Height (ft)
Small 50 and < 1,000 25 and <40
Intermediate 1,000 and < 50,000 40 and < 100
Large > 50,000 > 100

Dewberry conducted a qualitative hazard classification based on the Federal
Guidelines for Dam Safety, dated April, 2004. The hazard assessment
classifications are summarized in Table 2.2.b

Table 2.2b: FEMA Federal Guidelines for Dam Safety
Hazard Classification

Loss of Human Life

Economic, Environmental,

Lifeline Losses

expected

Low None Expected Low and generally limited to owner
Significant | None Expected Yes
High Probable. One or more | Yes (but not necessary for

classification)

There are no residences between the ash pond and the Missouri River. Therefore,
loss of human life is not probable in the event of a catastrophic dike failure. Ash
released as a result of a catastrophic dike failure is likely to be captured by the
operator owned flood plain between the dike and the river. Therefore, Dewberry
evaluated the ash pond embankment as “low” hazard.

Nearman Creek Power Station
Kansas City Board of Public Utilities

Kansas City, Kansas
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2.3 AMOUNT AND TYPE OF RESIDUALS CURRENTLY CONTAINED IN THE
UNIT(S) AND MAXIMUM CAPACITY

Table 2.3: Maximum Capacity of Unit

Ash Pond Name: Nearman Creek Power Station

Surface Area (acre)’ 6.6
Current Storage Capacity (cubic yards)1 107,282
Current Storage Capacity (acre-feet) 66.5
Total Storage Capacity (cubic yards)1 200,000
Total Storage Capacity (acre-feet) 124
Crest Elevation (feet) 763
Normal Pond Level (feet) 758.8

"' Based on design data on original construction drawings (Appendix A - Doc. 2)
2.4 PRINCIPAL PROJECT STRUCTURES
2.4.1 Earth Embankment

The approximately 2,500 foot long ash pond dike is composed of
controlled compacted clays and clayey silts. The crest width varies from
16-24 feet with a gravel surface to provide vehicle access. Both up-
gradient and down-gradient slopes are 3H:1V. The slopes are protected
with medium (8-16”) riprap.

2.4.2 Outlet Structures

The impoundment primary outlet consists of a 24” reinforced concrete
pipe with an invert elevation of 745.5°, which discharges to the clear water
basin. The original construction also included a 30-inch diameter
reinforced concrete discharge pipe located in the eastern section of the
dike. Since the ponds are designed to operate as a completely closed
system, plant management decided to close this discharge pipe and used
an inflatable balloon system to do so. Inflation of the balloon is
accomplished by using a hydrogen tank located close to the outlet end of
the pipe. This system requires continual inspection. A recommendation is
included in Section 1.2.5 regarding a more permanent closure.

Water from the clear water basin is recycled back to the plant through a
pipeline in the western dike.
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2.5 CRITICAL INFRASTRUCTURE WITHIN FIVE MILES DOWN GRADIENT
A critical infrastructure inventory survey was not provided to Dewberry for review.

Based on available topographic maps, surface drainage in the vicinity of the ash
pond is to the north-northeast toward the Missouri River. An eastward flowing
bend in the Missouri River intercepts surface runoff approximately 1500 feet north
of the impoundment. Nearman Creek is between the impoundment and the river
and would catch any runoff from the impoundment prior to releasing it into the
river. Based on available aerial photographs and a brief driving tour of the area
Dewberry did not identify any residences between the plant and the river. Interstate
Highway 635 crosses the river approximately 2-3 miles to the east of the plant.

Nearman Creek Power Station 2-4
Kansas City Board of Public Utilities Coal Combustion Waste Impoundment
Kansas City, Kansas Dam Assessment Report



FINAL

3.0 SUMMARY OF RELEVANT REPORTS, PERMITS, AND INCIDENTS

The Kansas City Board of Public Utilities provided copies of original design drawings of
the ash pond, bid specifications for their construction, boring locations and subsurface
information, NPDES Approval and Solid Waste Landfill Permit information, and a
geotechnical report from Terracon investigating erosion problems on the internal face of
the dikes (See Appendix A — Doc 04).

The Terracon report recommended several types of slope protection to prevent erosion of
the internal slopes. In response to this report, plant management placed rip rap on both
the internal and external slopes.

3.1 SUMMARY OF LOCAL, STATE, AND FEDERAL ENVIRONMENTAL
PERMITS.

The Kansas Department of Health & Environment issued Permit No. 413 for fly ash
and bottom ash disposal areas at the plant.

Wastewater discharge from the plant is regulated by the Kansas Department of
Health & Environment and has been issued a National Pollutant Discharge
Elimination System Permit, Permit No. I- MO25-B001. The NPDES permit was
effective October 1, 2006 and expired December 31, 2008. This Permit renewal has
been applied for and is pending approval by the Kansas Department of Health and
Environment.

3.2 SUMMARY OF SPILL/RELEASE INCIDENTS

Data reviewed by Dewberry did not indicate any spills, unpermitted releases, or
other performance problems with the embankment.

Nearman Creek Power Station 3-1
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4.0 SUMMARY OF HISTORY OF CONSTRUCTION AND OPERATION

4.1 SUMMARY OF CONSTRUCTION HISTORY

4.1.1

Original Construction

The Nearman Creek ash pond was designed in mid 1979 by Lutz, Daily
and Brain Consulting Engineers. The embankment was constructed by
H.E. Bohrer Excavating in late 1979 and early 1980. The unit was
constructed substantially as shown on the drawings for Contract 75A (See
Appendix A — Doc. 02)

Significant Changes/Modifications in Design since Original Construction

The dike has not been significantly changed or modified since the original
construction.

Significant Repairs/Rehabilitation since Original Construction

New rip rap had been placed on the impoundment dike per the
recommendations in a 2008 Geotechnical Report by Terracon (see Doc.
4). No other information regarding major repairs or rehabilitation to the
embankment or outlet structures was provided. No evidence of prior
releases, failures or patchwork was observed on the earthen dike during
Dewberry’s visual assessment that indicates prior release or failures have
occurred.

4.2 SUMMARY OF OPERATIONAL PROCEDURES

4.2.1

Original Operational Procedures

The impoundment was designed and operated for bottom ash
sedimentation and control. Bottom ash is transported by slurry to the west
end of the impoundment for primary sedimentation. An internal dike
divides the impoundment into two cells; the north cell is the primary
settling pond and a smaller southern cell is the clear water pond. Water
flows from the north to south sections of the impoundment by gravity via
a pipe through the cell divider dike. Water from the clear water cell is
recycled back to the plant for reuse.
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Significant Changes in Operational Procedures and Original Startup

The original design included a 30-inch mid-depth discharge pipe regulated
with a mechanical gate. The purpose of this pipe was to permit inflow
into the pond in case of flooding to help stabilize the embankments during
construction and prior to operational start-up. This pipe has reportedly
been closed since construction of the pond was completed. When the
mechanical gate started leaking, plant management decided to close this
pipe using an inflatable balloon system. As described in Section 1, a small
amount of leakage was observed from this pipe during the site visit,
raising questions regarding the reliability of these closure mechanisms.

Current Operational Procedures

Current operational procedures include daily observations of the dike
system by plant operating staff and a monthly walkover and written report
by BPU Environmental Services Staff. See Appendix A — Doc 03. This
form only addresses landfill inspection; however, the inspector said she
also inspected the ash pond dike.

Other Notable Events since Original Startup

No additional information was provided to Dewberry for events impacting
the operation of the impoundment.
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5.0 FIELD OBSERVATIONS

5.1 PROJECT OVERVIEW AND SIGNIFICANT FINDINGS

Dewberry personnel Gilbert Jones, P.E. and Frank Lockridge, P.E. performed a site
visit on Tuesday, September 21, 2010 in company with the participants.

The site visit began at 1:00 PM. The weather was warm and partly cloudy.
Photographs were taken of conditions observed. Selected photographs are included
here for ease of visual reference. All pictures were taken by Dewberry personnel
during the site visit. The Dam Inspection Checklist is in Appendix B.

Based on the observations during the site visit no significant findings were noted
and the embankment appears to be performing in accordance with design
expectations.

5.2 EARTH EMBANKMENT
5.2.1 Crest

The crest of the embankment had no signs of significant depressions,
tension cracks or other indications of settlement or shear failure.
Figure 5.2.1-1 shows the typical crest conditions.

Figure 5.2.1-1: Photograph of Impoundment Dike Crest View
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5.2.2 Inside Slope

The inside slope of the embankment has been covered with medium (8-
16”) rip rap per the recommendation of Terracon Engineers. There were
no observed scarps, sloughs, bulging, cracks, depressions or other
indications of slope instability. Figure 5.2.2-1 shows a representative
section of the interior slope of the embankment.

Figure 5.2.2-1: Photo of Embankment Inside Slope View — East end of ash
pond looking northwest.

5.2.3 Outside Slope and Toe

The outside slope of the embankment is also covered with rip rap. A
significant amount of vegetation is present in several areas, particularly
along the northern slope. No major scarps, sloughs, bulg